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STI0N 1.0

INTRODUCTION

In July 1983 meeting representatives of the Utah Department of

Health DOH suggested that the boilers at the Intermountain Generating Sta

tion IGS might be capable of achieving an emission limit for NOx of 0.50

lb/MBtu In suggesting this limit DON was relying on the fact that some

power plants had recently been permitted at or below an emission level of 0.50

ib/MEtu and on EPA reports Ref and containing information on

bituminous coalfired utility boilers owned by Louisville Gas and Electric

Company LGE and Southern Indiana Electric and Gas Company SIEC0 which

exhibited NOx emissions at or below the 0.50 lb/MBtu level on 30-day

average

The purpose of this report is to address the questions raised by the

DON in the July 1983 meeting Section 2.0 of the report briefly describes

the IGS boiler design and some of the factors that influenced the design it

then responds to the DONs observations concerning recently issued permits

with NOx limits less than 0.55 lb/MBtu Section 3.0 describes and evaluates

NOx data from EPA tests on LGEs Mill Creek Unit Ref Section 4.0

describes and evaluates NCbc data from EPA tests on SIGECOs Brown Unit

Ref Section 5.0 draws conclusions from these evaluations based on the

ÆpprópriatenŁss of an N0t emission limit less than 0.550 lb/MBtu for the IGS

boilers This report relies in part on data presented in more detailed

report entitled Technical Evaluation of Alternative NOx Control Strategies

Ref which was submitted to the Utah DON in June 1983 The purpose of

that report was to respond to questions concerning the feasibility of using

five control technologies in addition to the existing low-NOx boiler/burner

design at IGS
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SECTION 2.0

INFLUENCING FACTORS FOR THE IGS DESIGN

The design of boiler to meet stringent NOx limitations must consider

number of important factors Among these are the coal type load schedule

and the availability and reliability of the boilers As mentioned in Refer

ence the lOS boilers were designed to fire high slagging Utah bituminous

coal in high baseload condition Significant efforts were expended to

ensure that the units would have high reliability and availability

The coal selected by IPP is classified as bituminous coal EPA

recognized the distinction between bituminous and subbituininous coals when

they established the 1979 NSPS for NOx in that they set different levels of

NCbc limitations for these coals i.e 0.60 lb/I4Btu for bituminous and 0.5

lb/MBtu for ubbituiflOUS coal As mentioned in Reference these different

limitations were established as result of EPAs concerns for adverse side

effects with bituminous coals The Utah DOH has expressed the opinion that

because eight utility boilers have recently been permitted at levels at or

below 0.50 lb/MBtu for NOx the present design for IPP should be able to

achieve limitation of 0.5 It should be made clear that the eight units

mentioned by the DOH all fire subbituminous coal No utility boilers firing

bituminous coals have been permitted at the level of 0.5 ib/MEtU or lower

The 0.550 ib/MEtu limitation provided in the IPP Permit to Construct is the

most stringent limitation for bituminous coal in the country BW took this

into account when designing the IGS units Ref

Other coalrelated factors that influence the design of the boiler are

associated with the ash moisture and slagging potential of the coals to be

burned Bw has indicated that with the characteristics of the Utah bitu

minous coal they could not guarantee levels below the 0.550 .b/MBtu NOx level

for the IGS boiler design One aspect of the design is related to the burner

zone heat release rate Btu/sq.fthr The smaller this value generally the
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lower the NOx emissions with all other conditions being constant Due to the

high slagging potential of the IPP bituminous coal BW could not take advan

tage of techniques such as addition of burner zone division walls in order to

decrease the heat release rate The IGS boilers were designed with the

smallest practical burner zone heat release rate for the coal to be burned for

If subbituminous coal bad been the design coal for IPP rather than Utah

btumnous coal the boiler design would have been different and consequently

NOx limitation of 0.5 lb/I4Btu would have been appropriate

Another important factor related to the ability of boiler to achieve

low NOx levels on 30day rolling average basis is dependent on the design

load schedule and the NOx emission rate vs load characteristics If for

example NOx increases with increasing load at unit which is designed to

cycle between high and low loads over 30day period that unit will exhibit

30-day rolling average NOx levels less than the maximum instantaneous NOx

emission level The design of the unit would then not be as critical with

regard to high load NOx emissions i.e lower low load NOx emissions could be

used to offset high emissions at the maximum load conditions the other

hand if the unit is designed to operate at high loads in base load condi

tion this offset is not possible The 30day rolling average NOx and the

maximum instantaneous NOx levels would coincide The design of base loaded

unit therefore must be more conservative such that the instantaneous emissions

not exceed the maximum 30-day NOx emission level The IGS units were designed

for the base loaded condition where the unit could operate at near full load

for prolonged periods of time This coupled with the design for high reli

ability and availability leaves virtually no margin in the design to achieve

maXinim load NOx emissions significantly- below the permitted 0.550 lb/MBtu

limit

AS will be shown in the following sections the LGE Mill Creek Unit

and the SIGECO Brown Unit boilers operate in the cycling mode and

incorporate design features which are not coipatible with the IGS units They

therefore exhibit lower 30day average NOx levels which would not be achiev

able on the IGS units
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STION 3.0

MILL CREEK UNIT NOx DATA EVALUATION

EPA PROGRAM DESCRIPTION

The objective of the EPAsponsored program on LGE Mill Creek Unit

was basically to determine if operation of boiler with lowNOx characteris

tics exacerbated corrosion in utility boilers Reference prepared by

Exxon contains information on this program performed on Babcock Wilcox

boiler equipped with 40 lowNOx BW dual register burners The boiler was

designed to meet the 1971 New Source Performance Standards NSPS for NOx of

0.7 lb/MBtu but generally operated in the range of 0.560.46 lb/MBtu on

24hour average basis it should be pointed out that the Exxon report is only

preliminary draft for EPA review Before it becomes final the report must

undergo thorough peer review which could result in significant changes in

both content and conclusions

The test program had four major objectives

CharacterizatiOn of the boiler in its normal operating mode

and in modified modes designed to control NOx without caus

ing shortterm adverse effects

Evaluation of the effects of boiler operation on tube metal

corrosion using corrosion probe technique for periods of

30 300 and 1000 hours In addition ultrasonic measure

ments of corrosion panels.Were made ter.a 15000 hour

period

ivironmental assessment testing of major streams entering

and leaving the boiler

Determination of NOx emissions for two 30-day periods during

the corrosion test period

The program objectives of relevance to establishing an NOx limitation

are the characterization corrosion and 30day NOx tests These three phases

of the EPA program will be evaluated in the following paragraphs in terms of

the appropriateness of the use of the data for establishing an NOx limitation

which is lower than 0.550 3b/MBtu for the IGS
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BOILER CHARACTIZATION

Mill Creek Unit fires bituminous coal with sulfur content of 3% to

4% Coal analyses in Exxons report showed the coal to have medium slagging

tendencies and low fouling tendencies on fourpoint scale tram low to

severe Data presented in the report indicated that the boiler is 400 Mw

BW boiler with 40 BW dualregister burners fed by four mills Information

from Reference showed the boiler in fact to have rated capacity of 425 Mw

During Exxons characterization phase of the program 49 shortdura

tion tests were performed to evaluate additional modifications to the opera

tion to achieve further NOx reductions The data summary for these tests is

ahown in Appendix These combustion modifications were

Amount of excess air

Fuel/air bias and distribution among the 40 burners

Flame shaping by burner vane adjustment

Flue gas recirculation FGR to the burner hopper

Firing patterns with mills out of service

Load reductions

Exxon concluded that load reductions and firing patterns using various

mills out of service were not practical NOx reduction techniques due to opera

tional considerations The following was concluded about the other four NOx

reduction methods

Reduction of excess 02 from 4% to 3% would result in NOx

reduction of 40 ppm Normal boiler operation was at the 5%

level

Fuel biasing fuel lean at the top burners fuel rich at the

bottom burners resulted in 15% decrease in NOx Exxon

recommended that the boiler be operated in this condition

whenever operational conditions allowed

Flame shaping with burner vane adjustments affected the

flame stability The settings should be made for best

overall operation over the load range and then fixed in

this position An outer vane setting of 50% open was recom

mended The variation in NOx with acceptable settings was

10%
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Flue gas recirculation FGR to the hopper reduced the NOx

emissions by 12% at full load The configuration tested

only allowed FGR for steam temperature control and was not

recommended for NOx control

Exxon finally concluded that the asfound full load NOx emission averaged

0.54 lb/MBtu for six tests They then concluded that reducing the excess air

and basng the air would allow emissions to be reduced to 0.49 lb/MBtu based

on five test conditions Tests 30 and 31Appendix Exxon recom

mended that the boiler be operated in the biased mode whenever conditions

allowed and that the excess oxygen should be decreased to levels no lower

than 3.0% to 3.5% if CO monitor were not in use

Although Exxon stated the foregoing conclusions in its preliminary

reporta report which has not been reviewedcareful examination of the test

data presented in that report and other supporting documentation leads to the

conclusion that Exxons recommendations are either not applicable to IPP or

have no scientific foundation The following paragraphs will discuss the

information available to Exxon to draw conclusions regarding alternate operat

ing modes to reduce NOx emissions This discussion will show that

Insufficient data was gathered to make conclusions

Baseline conditions were not established

The proposed alternate operating mode was not tested

Longterm tests were not performed

Minimal operating guidelines were established but were not

determined on sound scientific basis

Exxon described its normal test procedure for evaluating the various

additional combustion techniques for reducing NOx emissions stating Each

such test required about an hour Included in the 49 tests were evaluations

of 15 separate parameters consequently few tests could be performed on any

one set of conditions as can be seen from Table A-i in Appendix With 15

parameters to evaluate the use of 49 tests is not sufficient to establish

statistical significance of any one parameter Pew comparison data points

would be available from which to evaluate any one parameter with only 49

tests
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cxon recommended that the boiler be fired at low excess oxygen levels

using biased firing with outer burner air registers set at 50% open Very few

data points were available from which to draw this conclusion For example

Table 3-1 shows the pertinent data available to Fcxon to arrive at the conc.u

sion that the recommended mode would allow the boiler to achieve NOx emission

levels 15% beloW the normal operating mode The data in this table are

grouped with respect to outer burner air register vane opening and repre

sent conditions at normal excess oxygen levels without biasing Tests

28 39 and 42 compared to data at lower excess oxygen with biasing Tests

30 and 31 The following paragraphs will describe in detail the fact

that some of these data Tests and 42 are not valid for comparison

purposes

TABLE 3-i MILL CREEK UNIT SUPPORTING DATA

FOR EXXON REC0MMEND OPERATING MODE

Burner Register

Setting

Test Load Inner Outer Fuel Air NO ppm

No t4We FGR 02% Open Open Pattern Bias at 3%

385 None 3.61 36 36 50 346

28 409 None 4.41 36 36 50 408

42 410 None 4.57 441 29 50 463

387 Low 36 36 60 343

31 404 None 3.43 36 36 60 373

359 Low 3.70 36 51 50 337

385 Low 2.77 36 51 i00 313

29 408 None 3.96 36 71 50 402

30 404 NOne 3.58 36 71 60 392

See appendix Table A-i for units

tner burner air register adjusted

4Excess oxygen below 3.0% and no FGR comparison point

puel to upper burners terminated
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In order to establish scientifically sound alternative operating

mode the data base must define the normal or baseline operating conditions

and develop directly comparable data for the alternative operating modes At

no point in the Exxon report were the exact normal operating conditions

defined however It was mentioned that movement of the burner registers to

achieve low NOx levels at varying loads was impractical yet their definition

of asfoundM conditions Tests 27 28 29 42 contained data at four

combinations of inner and outer register settings as well as two FGR rates

baseline condition from which to compare the effects of combined NOx reduc

tions was never clearly established therefore the exact degree of reduction

in the recommended mode cannot be ascertained

It was recommended that fixed setting of outer burner air register

position be set at 50% open which they alluded to as being the manufacturers

recommended position No mention was made of the effect of inner register

setting however examination of the data showed that changing the setting

from 36% open to 44% open and reducing the outer register from 35% to 29% open

resulted in average NO emissions from nine tests Tests 40 through 49 of 503

ppm This is 130 ppm or 35% higher than any of the other was_found test

conditions with an inner register setting of 36% open By far this one

parameter appears to be the most significant and was never mentioned Presum

ably the 36% open position was the normal setting since most of the tests

were performed at that condition consequence of this Test 42 in Table

3-1 should not be used in determining the percentage reduction with biased

firing since this 44% open setting had such detrimental effect on NOx emis

sions

Other serious disrepaflCieS exi9t with the data The recommended

level of excess oxygen was between 3% and 3.5% Two of the data points Tests

and in Table 31 were below this level and other parameters were

changed affecting the NOx interpretations For instance Test was per

formed with FGR while other tests at the 36% outer register setting used no

FGR It is therefore questionable whether this point should be used since

there is no comparison point in the as_foundw operating mode Similarly

Test was operated with fuel pattern of 100 see Appendix in the biased

mode while other biased tests Tests 30 and 31 were at pattern of 60
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fuel pattern of 100 represents no fuel to the top row of burners This

configuration was not recommended by Exxon Operation in this condition could

severely limit the boiler load due to exceeding the coal mill design through

put In addition Test was performed at 82% of the rated Load of the boiler

which would be expected to result in NOx reduction This data point does

not represent valid biased firing configuration and should also be excluded

from the comparison

Probably the most significant flaw in the Exxon recommendations is

that there were no data collected showing boiler operation in the condition

recommended by Exxon i.e low excess air operation no lower than 3.0% 02

with burner outer registers at 50% open and fuel to all burner elevations

Nevertheless some data points might be said to suggest that the recommended

configuration would reduce NOx emissions Depending on how these data are

used significantly different conclusions can be drawn Generally Exxon

averaged data at presumably similar conditions and compared these averages to

draw conclusions about the effectiveness of NOx reduction techniques If

Tests and 42 are excluded from the comparisons for the reasons stated

previously then Tests 28 and 29 would be considered as valid as-

found conditions and Tests 30 and 31 as valid low excess air biased firing

conditions Comparing the averages of data from these two conditions the

conclusion would be reached that on the average there is net increase in

NOx emissions of 10 ppm 373 compared to 383 ppm or 2.7% increase If on

the other hand the maximum NOx emission in the as-found condition Test 28

408 ppm was compared to the minimum emission in the biased firing condition

Test 31 373 ppm the result would be 35 ppm 8.6% decrease in NOx emis

lions In any event neitherresult using either the averaged data or the

maximum vs minimum data should be considered valid due to their lack of

statistical significance Using either average or maximum compared to minimum

data neither the 2.6% increase nor the 8.6% decrease in emissions is within

the accuracy of the Mill Creek monitoring devices In addition the use of

only two data points to compare maximum and minimum NOx emissions with

resulting 35 ppm 8.6% decrease would not be considered adequate to demon

strate long-term trend
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The type of testing performed by Exxon could at best be considered as

screening tests to establish the probable potential for various combustion

modifications Operation of promising mode for few hours at one load

could not possibly establish the validity of technique over the load range

under the varying coal supply conditions and normal dayto-day variations in

boiler operation Normally before recommending mode of operation that is

so drastically different from normal boiler operating practice an extensive

test program lasting as long as several months would be required Good engi

neering practice would dictate thorough evaluation of all of the potential

long-term adverse side effects that might result from significantly differ

ent operating mode

An example of one longterm adverse side effect that could accompany

the Exxon proposed mode of operation would be severe slagging particularly

with high slagging coal such as used by IPP Exxon stated in it8 report

that one criterion used to determine the lower limit of NOx control was visual

observation of the slagging during the short tests It should be pointed out

that slagging is phenomenon that generally develops over period of days or

weeks before the severity of the condition becomes apparent Several hours of

operation could be performed at conditions that would be unacceptable for

longterm operation The changes in slagging characteristics during the

shortterm one hour testing performed by Exxon would most likely be imper

ceptible to the observer Indications of incomplete combustion such as CO

might however be method of detecting incipient slagging during shortterm

testing

Good boiler operating practice is to clearly define an alternate

operating mode through extensive testing and to define modifications to that

mode during upset conditions In Exxons report neither of these conditions

was satisifed Operating conditions were recommended based upon inferred

results from tests lasting only one hour Cily one operational procedure was

specifically mentioned with regard to minimum excess oxygen levels In their

conclusion Exxon recommended that excess oxygen be reduced to no more than

3.0% to 3.5% when CO monitor was not in use It is unclear why this level

was chosen other than the fact that Co was present in the economizer region at

excess oxygen levels below this level Co in coalfired boiler certainly
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would be an indicator of potential alagging if the measurements were made in

the proper region of the boiler No data presently exist in the literature

that would suggest that monitoring CO in the backpass of the boiler econo

aizer would indicate incipient slagging As explained in Reference

locally reducing atmospheres in the furnace can exacerbate glagging character

istics These local reducing regions might be detected by high Co levels in

the furnace Other regions in the furnace which by necessity must be oxidiz

ing mix with the locally reducing regions before the flue gas products enter

the convective section superheat reheat and economizer regions of the

boiler Consequently CO generated in the furnace will react with the oxygen

in these oxidizing regions and complete combustion prior to entering the

economizer As result of this slagging conditions could be present in the

furnace at excess oxygen levels in the economizer which are well above the

level where CO appears in the economizer Therefore determining the minimum

excess oxygen level using economizer CO as the trigger would not necessarily

indicate when slagging could occur Only long-term tests at elevated econo

mizer Co levels would indicate whether the CO in that region was an important

parameter to measure The proper region for Co measurement would be the

furnace itself however temperatures in this region preclude its measurement

on routine basis

Operation of the IGS boilers at excessively low excess oxygen levels

could result in severe slagging The IPP coals have higher slagging indices

than does the Mill Creek coal The IGS boilers are designed to operate at

relatively low excess oxygen levels in the range of 4s The actual operating

excess oxygen level however will be determined after months of operating

experience and will take into account the effects on slagging carbon carry-

over steam temperature requirements and efficiency as well as NOx emis

sions An arbitrary requirement to operate at excess oxygen levels lower than

the practical level could have dire consequences due in part to increased

slagging The increased slagging would ultimately affect the reliability and

availability of the boilers Slagging conditions are generally remedied by

one or more corrective measures including increased excess oxygen reduced

load operation and frequently bringing the boiler off line to jackhammer or

dynamite the slag out of the furnace Some of these remedies not only affect

the reliability of the boiler but also may increase the NOx emissions
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3.3 CORROSION TESTIG

The major objective of Exxons program was to determine if corrosion

resulted from operation of boiler at low NOx levels These corrosion tests

were performed shortly after testing was completed to evaluate alternate

methods for reducing NOx cmisson5v The Exxon report did not make it clear

that the additional methods of decreasing NOx evaluated during the character

ization tests and discussed previously were not used during the corrosion

tests The boiler was operated in its normal mode at the boiler operators

discretion The original design of the BW boiler and burner was dictated by

the necessity to limit corrosion and slagging One of the driving forces

behind the development of the lowNOx burner was to eliminate the environments

that were conducive to these adverse effects

It is therefore not surprising that the corrosion was not excessive

after 15000 hours of boiler operation Exxon reported averages of corrosion

levels at number of points in the boiler The significant corrosion rate

however would be the highest rate at particular location since that would

determine the minimum failure time and the location of the failure The

maximum corrosion rates were above the burner zone as might be expected Even

at this point the failure rate nevertheless seemed not to be excessive

The apparent lack of excessive corrosion on the Mill Creek unit does

not necessarily indicate the Lack of this potential on the IPP units The

potential would be increased on the IGS units if any of the alternate techni

ques suggested by Exxon were to be implemented In addition it should be

pointed out that the Mill Creek units operate at levels above the 0.550 lb/

MBtu limit for NOx when the load schedule approximates the base load condi

tions of the IPP units i.e loads of 95% or greater for long periods of

time

3.4 NOx 30-DAY CHARACTERIZATION

As part of the Exxon program testing was performed to determine 30-

day rolling average NOx levels during two separate time periods during the

corrosion testing XVB was subcontracted by Exxon to perform these 30-day
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tests During these tests the boiler was operated in the normal operating

de None of the alternative NOx control methods discussed in Section 3.2

were used during these tests

As mentioned in Section 2.0 utility boilers can operate in number

of load schedule ixdes Mill Creek Unit operated in cycling or swing mode

during the two continuous monitoring test periods Table 32 shows the data

for 36 consecutiVe days of testing at 24hour average loads varying from 24%

101 MW to 87% 371 MW of full load During the 36-day period the load

averaged 68% 129 MW of full load with 30-day rolling average NOx level of

0.51 lb/MBtu This is illustrated in Figure 31 Reference describes in

detail the 30-day test results for the Mill Creek unit Figure 3-2 provides

data from this reference that shows the NOx vs load characteristics of Mill

Creek Unit for 1225 of the hourly average data points collected during the

test program As can be seen from the figure the NOx increases with increas

ing load It would therefore be expected that load schedule composed of

higher loads on the average over 3D-day period would exhibit higher 30day

average NOx emissions levels than were presented in the Exxon report Ref

The cycling load schedule of the Mill Creek unit is not the design

load schedule for the IGS units The IGS units were designed to operate at

base load conditions near full load for extended periods of time Data pre

sented in Reference allowed extraction of 198 hourly average NOx and load

data points which were between 92% 392 MW and 100% 425 MW of full load

These data points represent the tenth data cell used in the analysis presented

in Reference and are included in Appendix Table Bi From these data

high load scenario similar to that of the IGS units óan be generated Assum

ing that the data points represent 198 consecutive hours of operation or

days and hours 30 days of data can be generated by cycling through the data

3.64 720/198 times This generates 30 days of data Appendix Table B-2

using no two days containing the same hourly averages Figures 33 and 34

show NO and 02 characteristics for the first 24 hours of data generated in

this manner During the first simulated day the load varied between 92% and

100% of rated load while the hourly NOx levels varied between 0.48 and 0.63

lb/MBtu Figure 35 shows the simulated daily average plotted in the same

13 KVB71 380102056
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TABLE 3-2 SUMMARY OF DAILY AVERAGE EMISSIONS AND OPERATING DATA

MILL CREE1 UMIT TEST Ref

24HOUR DATA

DRY STACK GAS CNCENTR.4ION

Elec TherR Co

Date Load Load 02 a2 PPMV PPMV ND NO

1981 P8J th VolZ VolZ 32 02 32 Oi_ ng/J ng/J ib/MAtu

2/26 331 571.2 5.3 13 341 200 0.47

2/27 223 417.9 7.5 10.4 354 208 0.48

3/2 316 718.1 4.3 13.4 406 238 0.55

3/3 323 602.4 4.8 14 28 371 10 217 0.5

3/4 366 694.9 4.2 13.6 33 364 11 214 0.5

3/23 332 692.6 4.3 12.6 28 382 10 224 0.52

3/24 296 555.9 3.3 13.5 25 352 206 0.48

3/25 305 566.4 5.8 11.8 30 359 11 210 0.49

3/26 300 529.1 6.2 11.5 32 395 11 232 0.54

3/27 200 309.9 8.3 9.5 49 367 17 215 0.5

3/30 305 574.8 12.2 377 221 0.31

3/31 323 605.5 5.2 12.6 30 377 11 221 0.51

4/1 327 614.6 5.4 12.2 42 373 13 219 0.31

4/2 325 609.9 5.9 11.7 39 381 14 223 0.52

4/3 188 345.4 8.8 8.8 50 330 17 205 0.48

4/4 102 207.3 11.7 4.9 105 319 37 187 0.43

4/5 101 209.8 12 4.9 114 328 41 192 0.45

4/6 238 446.3 7.7 9.7 51 375 18 220 0.51

417 248 460.2 6.3 11.2 44 355 15 208 0.48

4/8 263 483.1 6.3 11.1 50 352 17 206 0.48

4/9 322 605.3 5.9 11.8 48 396 17 232 0.54

4/10 325 609 5.2 12.5 47 372 17 218 0.51

4/11 194 596.9 5.2 123 69 354 24 208 0.48

4/12 252 467.3 6.1 11.5 58 350 20 205 0.48

4/13 263 495.9 6.4 11.1 72 356 26 209 0.49

4/14 358 680.5 5.1 12.4 78 409 240 0.36

4/15 350 669.3 5.6 12.1 416 244 0.57

4/16 356 681.2 4.9 12.4 33 397 12 233 0.54

4/17 359 690.5 12.4 29 391 .10 230 0.53

4/18 267 509.2 7.4 10.1 54 400 19 235 0.55

4/19 298 556.9 5.7 12 39 387 14 227 0.53

4/20 350 683 6.1 11.9 54 383 19 225 0.52

4/21 349 660 5.4 12.7 38 411 21 241 0.56

4/22 359 664 4.8 12.7 52 408 18 239 0.56

4/23 353 662.5 12.5 44 401 16 235 0.55

4/24 371 651.3 4.9 12.7 79 113 28 242 0.56

Daihe Indicate No D.ta

February 28 md March Plant $hutdown

MarCh to March 26 Labor itrike

for .aintenance

ICVB71 380102056
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manner as the Mill Creek data Fig 3-1 The average load for this scenario

is 93% of full load with 30day rolling average NOx level of 0.56 lb/MBtu

This scenario more closely represents the load schedule of the IGS units Of

particular importance is the fact that the 30day rolling average NOx did in

fact increase as the average boiler load increased above that 68% shown for

Mill Creek Unit In addition rather than showing the IPP units could meet

30-day limit lower than 0.55 lb/MBtu the data suggest that Mill Creek Unit

itself might not meet the 0.55 lb/MBtu limit under high base load

conditions

The base loaded scenario presented in Figure 35 is not an atypical

load schedule Reference shows data from base loaded 680 MW BW unit

operated by Pennsylvania Electric Homer City Unit This unit also incor

porates the BW lowNOx dual register burners and fires bituminous coal with

sulfur content of 2% Figure 36 shows the load and NOx characteristics of

36day period while the unit was operating at near full load The 30-day

rolling average NOx level during this period was 0.65 lb/MBtu important

point concerning both this data and the data for the Mill Creek unit is that

the NOx measurements were made by EPA protocol certified NOx monitors

20 KVB71 380102056
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SECTION 4.0

BROWN UNIT NOx DATA EVALUATION

EPA PROGRAM DESCRIPTION

The objective of the EPAsponsored program on the Southern Indiana Gas

and Electric Co SIGECO Brown Unit was to document the performance

of SO2 collection equipment and NOx emissions from Babcock Wilcox boiler

The NOx emission levels obtained from 68 days of continuous data were collec

ted and used to determine the 30-day NOx averages Similarly continuous SO2

data were collected to determine the 30day SO2 averages GCA Corporation

prepared five volumes Ref describing the program results and presenting

the data for both the 502 and NOx data Only those portions of the final

report which discuss findings with respect to NOx emissions will be discussed

in the following paragraphs As with the Mill Creek report discussed in

Section 3.0 the Brown final report is only preliminary draft for EPA

review It has not undergone the normal EPA peer review prior to final

issuance

NOx 30-DAY CHARACTERIZATION

Brown Unit is 265 MW BW boiler designed to fire bituminous

coal with 2.0% sulfur content Two significant differences exist between this

boiler and the IGS units boiler furnace design and load schedule

Both of these factors significantly affect the NOx levels achieved during the

EPA test program Other data relating to the accuracy of the NOx data also

affect the validity of the NOx measurements during the 68-day test period

Generally speaking boilers with small heat release rates Btu/sq.ft

hr in the burner zone have low NOx emission levels with all other factors

being equal There are constraints on designing boilers with extremely small

heat release rates however One of these constraints has to do with the

slagging tendency of the coal used in the boiler another constraint is the

22 KVB71 380102056
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physical size of the boiler itself One method of reducing the burner zone

heat release rate is to add furnace division walls in the burner zone The

own unit incorporates such division walls in this region The size of

the unit and the low slagging coal permits use of these division walls since

slag buildup and removal is not problem The IGS units on the other hand

use high slagging Utah coals which according to BW preclude the use of

division walls in these units As result the Brown unit has

smaller heat release rate than do the IGS units The NOx levels might there

fore be expected to be lower on the Brown unit Without the division

walls however the Brown heat release would be almost identical to that

of the IGS units

As mentioned in Sections 2.0 and 3.0 the load schedule for boiler

plays significant role in the 30day average NOx emissions The Brown

unit is the last unit to be dispatched and the first to reduce load in the

Pennsylvania Electric System In addition to the restrictive load schedule

the unit experienced other load reductions during the test program associated

with mill outages The net result is that the unit varied in load from approx

imately 25% to 80% of full load during the program Again this is not the

high base load condition of the IGS units Figure 41 shows the load schedule

and the resulting daily average NOx levels measured during the test program

The 30-day average NOx level was 0.39 lb/MBtu at an average load of 50% As

mentioned previously the low level of NOx could be due to the low burner zone

heat release rate

One of the most significant problems with the Brown NOx data was

that it was not collected with an EPA certified NOx monitor Table 4-1 shows

comparison of the certification parameters from the Brown unit and the

Mill Creek and Homer City units Of the seven significant certification

criteria the NOx instrument on the Brown unit only passed one Two

parameters were not measured and three failed completely Of the three para

meters that failed the most important was the relative accuracy test GCA

attempted to certify this parameter no fewer than three times with no success

The data indicate that the instrument was only able to compare to the refer

ence method within 30% This could very well mean that the NOx data presented

in the GCA report was in error by as much as 30% The 0.39 lb/MBtu 30-day NOx

23 KVB7I 380102056
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TABLE 4-1 COMPARISON CF MONITOR CERTIFICATION DATA REFS 24

EPA Mill Creek Unit Homer City Brown

Test Type Spec Jan.1981 Mar.1981 Unit Unit

Relative Accuracy 20% 17.8 11.52 12.4 23.929.026.5

Calibration Error

MidRange 5% 1.19 0.7 1.6 1.6

HighRange 5% 0.71 1.26 4.1 5.6

Zero Drift

2Hour 2% 0.034 0.04 0.4 --I

24Hour 2% 0.15 0.145 1.0 0.1

Calibration Drift

2Hour c2% 0.085 0.155 0.4

24Hour 2.5% 0.280 0.46 0.57 33

Response Time 15 rain max 3.53 rain 0.92 2.4

Operational
Period 168 days 168 168 384

Protocol Certification

Result Pass Pass Pass Fail

pai.ed EPA certification specification

tNot performed due to shortage of calibration gases

4Not supplied

data could conceivably be as high as 0.51 lb/MBtu Without the actual certi

fication data it is difficult to determine the real consequences of the low

accuracy obtained on the monitor Ce thing that is certain iB that it casts

serious doubt on the validity of the data and the conclusions that might be

drawn from the data

Notwithstanding the uncertainty of the validity of the data the data

presented in the report yielded some anomalous results which should be pointed

out Figure 42 is plot of the linear regression analysis performed on the

daily average NOx values vs load The trend from this analysis is that NOx

decreases with increasing load Figure 43 is plot of selected hourly

average NOx data vs load The data are from the three highest load days and

25 ICVB71 380102056
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Figure 43 Brown Unit 0x characteristics Ref
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the three highest 30day NOx days The data for the hourly averages shown in

Figure 42 also suggest that NOx decreases with increasing load One possible

explanation for this trend is that the division walls iight effect high load

OmiBsiOns and heat absorption One could not assume that this NOx vs load

characteristic could be applied to the IGS units particularly in view of the

increasing NOx with increasing load trend of the Mill Creek unit

Significant anonalies can be seen by inspecting the excess oxygen vs

load curve shown in Figure 44 ExaminatiOn of this data shows two puzzling

results-1 excess oxygen at near full load ranged from 2% to 8% and the

general NOx vs 02 trend showed decreasing NOx with increasing excess oxygen

The range of excess oxygen level at the 220 to 240 MW range is extremely high

normally the level would be expected to be in the range of 3% to 5% For

example data for the Mill Creek WitB in Figure 34 show range from 3% to

5% In addition the data for NOx vs excess oxygen in the 90-110 130150

and 210240 MW ranges generally showed decreasing NOx with increasing excess

oxygen level This is an extremely unusual result and is definitely not

characteristic of the majority of boilers The net result of the brief analy

sis of these data suggests an atypical characteristic NOx vs 02 relationship

28 cclB7l 380102056
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STI0N 5.0

CONCLTJS IONS

The overall conclusion that can be drawn from the analysis of the LGE

Mill Creek Unit EPA report Ref and the SIGECO Brown Unit EPA

report Ref is that the data do not support NOx limitation lower than

0.550 lb/MBtU on the GS units This conclusion is based on the following

No alternate lowNOX modes were demonstrated that would assure

reliable longterm operation of either the test units or the IGS

units

Thirty-day average NOx data at 68% of full load on the Mill

Creek Unit cycling load schedule is not valid point of

comparison for the base loaded IGS units

Simulated high base load conditions using Mill Creek data show

30day average NOx emissions in excess of 0.550 lb/MBtu

The design of the Brown unit iB not comparable to that of

the IGS units since it contains burner zone division walls The

IGS units could not be modified to approximate this design

NOx data from the Brown unit is not valid due to the lack

of adherence to EPA-accepted accuracy criteria Accuracy errors

as high as 30% were indicated

The Brown unit is characterized by atypical NOx vs load

and NOx vs 02 curves There is little probability that the IGS

units would possess similar characteristics

The Brown unit operated under severely restrictive

cycling load schedule significantly dissimilar to the high base

load schedule for the IGS units The Brown unit averaged

50% of full load

Based on these conclusions the fact that BW will not guarantee

emission levels lower than 0.550 lb/MBtU for the IGS unit design and the fact

that the IGS units will burn high slagging bituminous coal the present limi

tation of 0.550 lb/MBtU of NOx is appropriate The design of the boilers

should therefore be considered BACI
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KEY TO IBBREVIATIONS USED IN TABLE A-i

LOAD Megawatts net

PUEL FLOW Coat flow .. kPeunds/hour

ZSAIR Quatftattve description on scale of to of the amount of

excess air delivered to the combustor

Much tess excess air than normal 42 02
Normal Note that normal is not

More exces air than normal %4% 02

NNER
OUTER Each has unit of percent of full open Describes the aver

SPIN age positions of the burner vane and register controls

FGR qualitative ducriptton.of the amount of flue gas being recir

culated to the hopper

None FOR fan off
High fan on and dampers open

FRNGPTRN Firing pattern is qualitative term on scale of to 100

for describing how the total fuel tow is distributed among the

several rows of burner. The higher the valve the tower ii the

fraction of the total fuel Low in the upper burners It is

expected that high FRNGPTRN values wilt result in low NOx

All bottom burners are off

50 All burners are on equally

100 All top burners are off

BIAS Describes the way the air fuel ratio varied from burner row to

burner row High bias was expected to give low NOR

All burners had the same air fuel ratios no bias

High bias Mr/fuel ratio is much higher in upper burners

than in bottom ones

NOXCHEIII NO as measured by the chemiluminescent method has units of

ppmv 32 02 dry

NOCHEMI NO measured by the chemiluminescent method has units of ppm

32 dry

NONDIR NO as measured by the nondiapersive infrared method has units

of ppm 32 02 dry

C02 percent 32 02

CD ppm 3Z 02 Dry
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NOTES FOR TABLE A-2

FLUE GAS RECIRCULATION KEY TO LETTER SUFFIXES

During some tests flue gas was recirculated to the hopper The amount

of Flue Gas so recirculated is qualitatively indicated by letter suf

fixed after each test number in Table 31112 The letters stand for

None Low Medium and High

EXCESS AIR LIMITS OF CONTROL SYSTEM

For tow excess air tests the air flow was decreased first on the

bottom mitti by going to full range on the bias thumbwheel control

Then if further decrease in excess air was desLred the boiler master

control was used However tf air was decreased beyond certain

preset limit on any one mitt the automatic control system would

decrease the fuel flow to keep the fuel/air ratio within preset limits

and load reduction would result This was an undesirable situation

and was avoided by the operators

BIAS CONTROL SYSTEM

Bias was generally controlled through the fuel/air bias control thumb

wheel on each mitt controller while still in automatic control Under

these conditions the amount of bias possible was quite small The

following is qualitative description of the terms used to describe

whether or not yes or no biased fuel/air ratios were used during each

test

No Little or no Bias

i.e Fuel/air ratios were nearly equal for alt burners

Yes Significant Bias

i.e Upper burners have significantly smaller fuel/air

ratios than tower burners
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36

IPI 1_001331



APPWIX

HIGH LOAD HOURLY AVERAGE DATA

MILL CREEK UNIT
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TABLE B-2 MILL CREEK UNIT HOURLY AVERAGE DATA FOR SIMULATED

HIGH LOAD 30-DAY ROLLING AVERAGE NOx

8-Day Data Input Frcn Table B-i

Simulated Prom To

Day Day Ibur Day Ibur

16 11

16 12 18 10

18 11 24 17

24 18 29 12

29 13 50 14

50 15 58 17

58 18 62 20

62 21 64 15

64 16 64 23

15 18

10 15 19 18

11 18 24 10

12 24 12 25 23

13 26 42 10

14 42 13 57 22

15 58 10 62 13

16 62 15 64

17 64 64 23

15 12

18 15 13 17 18

19 17 19 23 16

20 23 17 25 17

21 15 18 33 18

22 35 56 22

23 57 10 61 21

24 61 22 63 17

25 63 18 12

26 10 16 21

27 17 18 16

28 18 17 33 10

29 25 33 10

30 33 11 54 11
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